**Insulation:**
- Provides a section of insulation.
- Insulation should be applied to the pipes in a way that extends 2 feet beyond the hanger point.
- Insulation may be half-strength at each hanger point.

**Hanger Rod:**
- Hanger rods are used to support the pipes.

**Pipes:**
- 3" and larger pipes.
- 2-1/2" pipes.

**Clamps:**
- Pipe clamps are used for pipe support.

**Sheets:**
- Galvanized iron sheets are used for shield each way.
- Sheet shield for pipe hanger.

**Channels:**
- Channel used for shield of pipe.

**Unistrut:**
- Unistrut used for channel support.

**Pipe Rollers:**
- Rollers used to support and guide pipes.

**Note:**
- Scale: None

---

Water Piping Hangers & Supports Detail