Chapter 1 – INTRODUCTION

1.00.00 Introduction

Chapter 2 – DEFINITIONS

2.00.00 Definitions

Chapter 3 – DELIVERABLES

3.00.00 Deliverables

Chapter 4 – BASIS OF DESIGN

4.01.01 Energy and Environment
4.01.02 Codes, Standards, and Regulations
4.01.03 Campus Conditions
4.02.00 Project Design Evaluation and Approval Process

Chapter 5 – DESIGN STANDARDS

General Requirements –Division 01
5.01.00 General System Design

01 00 00 General Requirements

01 10 00 Summary
   01 11 00 Summary of the Work
      01 11 13 Work Covered by Contract Documents
      01 11 16 Work By Owner
   01 12 00 Multiple Contract Summary
      01 12 19 Contract Interface

01 20 00 Price and Payment Procedures
   01 21 00 Allowances
   01 22 00 Unit Prices
   01 23 00 Alternates
   01 25 00 Substitution Procedures
      01 25 13 Product Substitution Procedures
   01 29 00 Payment Procedures
      01 29 73 Schedule of Values

01 30 00 Administrative Requirements
   01 31 00 Project Management and Coordination
      01 31 19 Project Meetings
   01 32 00 Construction Progress Documentation
      01 32 13 Scheduling of Work
      01 32 19 Submittals Schedule
      01 32 33 Photographic Documentation
   01 33 00 Shop Drawings, Product Data and Samples
Table of Contents
DESIGN AND CONSTRUCTION STANDARDS

01 35 00 Special Procedures
  01 35 13.19 Special Project Procedures for Healthcare Facilities
  01 35 13.43 Special Project Procedures for Contaminated Sites
  01 35 23 Owner Safety Requirements
  01 35 29 Health, Safety, and Emergency Response Procedures, including for contaminated sites
  01 35 43 Environmental Procedures
  01 35 53 Security Procedures
  01 35 91 Existing Building Treatment Procedures

01 40 00 Quality Requirements
  01 42 00 References
    01 42 19 Reference Standards

01 50 00 Temporary Facilities and Controls
  01 51 00 Temporary Utilities
  01 56 00 Temporary Barriers and Enclosures
    01 56 13 Temporary Dust Barriers
    01 56 19 Temporary Noise Barriers
  01 57 00 Temporary Controls
    01 57 13 Temporary Erosion and Sediment Control
    01 57 19 Temporary Environmental Controls
    01 57 23 Temporary Storm Water Pollution Control

01 60 00 Product Requirements
  01 61 00 Common Product Requirements
    01 61 13 Software Licensing Requirement
  01 66 00 Product Storage and Handling Requirements

01 70 00 Execution and Closeout Requirements
  01 74 00 Cleaning and Waste Management
    01 74 19 Construction Waste Management and Disposal
  01 77 00 Closeout Procedures
    01 77 19 Closeout Requirements

01 80 00 Performance Requirements
  01 81 00 Facility Performance Requirements
  01 82 00 Facility Substructure Performance Requirements
  01 83 00 Facility Shell Performance Requirements
    01 83 13 Superstructure Performance Requirements
    01 83 16 Exterior Enclosure Performance Requirements
    01 83 19 Roofing Performance Requirements
  01 84 00 Interiors Performance Requirements
    01 84 13 Interior Construction Performance Requirements

01 90 00 Life Cycle Activities
  01 91 00 Facilities Commissioning
    01 91 13 General Commissioning Requirements
  01 94 00 Facility Decommissioning
# Table of Contents

## DESIGN AND CONSTRUCTION STANDARDS

### Existing Conditions – Division 02
02 00 00 General Provisions

02 20 00 Assessment
   02 21 00 Surveys
   02 26 00 Hazardous Material Assessment

02 30 00 Subsurface Investigation
   02 32 00 Geotechnical Investigations

02 40 00 Demolition and Structure Moving
   02 41 00 Demolition
   02 42 00 Removal and Salvage of Construction Materials

02 50 00 Site Remediation

02 60 00 Contaminated Site Material Removal

02 80 00 Facility Remediation

### Openings – Division 08
(Note: The overall Division 08 standards are under construction. Only the section listed below is in effect as part of the Campus Standards update.)

08 71 00 Door Hardware

### Finishes – Division 09
09 00 03 General Provisions

09 20 00 Plaster and Gypsum Board
   09 21 13 Plaster Assemblies
   09 21 16 Gypsum Board Assemblies
   09 23 00 Gypsum Plastering (prohibited)
   09 29 00 Gypsum Board

09 30 00 Tile

09 50 00 Ceilings
09 53 00 Acoustical Ceiling Suspension Assemblies

09 60 00 Flooring
   09 65 00 Resilient Flooring
      09 65 13 Resilient Base and Accessories
      09 65 13.13 Resilient Base
      09 65 13.23 Resilient Stair Treads and Risers
      09 65 16 Resilient Sheet Flooring
   09 68 00 Carpeting

09 70 00 Wall Finishes

09 90 00 Painting and Coatings
   09 91 00 Painting
   09 91 23 Interior Painting
# Table of Contents

**DESIGN AND CONSTRUCTION STANDARDS**

## Specialties – Division 10

10 00 03 General Provisions

10 10 00 Information Specialties
   10 11 00 Visual Display Surfaces
      10 11 13 Chalkboards
      10 11 16 Markerboards (Whiteboards)
   10 14 00 Signage

10 20 00 Interior Specialties
   10 21 00 Compartments and Cubicles
      10 21 13 Toilet Compartments
   10 22 00 Partitions
      10 22 19 Demountable Partitions
      10 22 26 Operable Partitions
   10 26 00 Wall and Door Protection
      10 26 13 Corner Guards
   10 28 00 Toilet, Bath and Laundry Accessories
      10 28 13 Toilet Accessories

10 40 00 Safety Specialties
   10 43 00 Emergency Aid Specialties
   10 44 00 Fire Protection Specialties
      10 44 16 Fire Extinguishers

## Furnishings – Division 12

12 00 03 General Provisions
   12 05 00 Common Work Results for Furnishings
      12 05 13 Fabrics

12 10 00 Art

12 20 00 Window Treatments
   12 21 00 Window Blinds
   12 22 00 Curtains and Drapes

12 30 00 Casework
   12 35 00 Specialty Casework
      12 35 30.13 Kitchen Casework
      12 35 53 Laboratory Casework
   12 36 00 Countertops
      12 36 52 Laboratory Countertops

12 40 00 Furnishings and Accessories
   12 43 00 Portable Lamps
      12 43 13.19 Floor Lamps
   12 46 00 Furnishing Accessories
   12 48 00 Rugs and Mats

12 50 00 Furniture
   12 52 00 Seating
Table of Contents
DESIGN AND CONSTRUCTION STANDARDS

12 60 00 Multiple Seating
  12 64 00 Booths and Tables
  12 68 00 Seat and Table Assemblies
    12 68 13 Pedestal Tablet Arm Chairs

12 90 00 Other Furnishings
  12 93 00 Site Furnishings

Fire Suppression—Division 21
  5.21.00 Fire Sprinkler Systems
  5.21.10 Standpipe Systems
  5.21.20 Fire-Extinguishing Systems
  5.21.30 Fire Pump/Jockey Pump
  5.21.40 UT Jockey Pump Detail

Plumbing—Division 22
  5.22.00 General Plumbing
  5.22.05 Common Work Results for Plumbing
  5.22.07 Plumbing Insulation
  5.22.10 Plumbing Piping and Pumps
  5.22.13 Facility Sanitary Sewerage
  5.22.20 Water Recovery
  5.22.40 Plumbing Fixtures
  5.22.60 Laboratory and Deionized Water Systems

HVAC—Division 23
  5.23.00 General Mechanical
  5.23.05 Common Work Results for HVAC
  5.23.07 HVAC Insulation
  5.23.09 Instrumentation and Controls for HVAC
  5.23.10 Facility Fuel Systems
  5.23.20 HVAC Piping and Pumps
  5.23.22 Steam and Condensate Piping and Pumps
  5.23.31 HVAC Ducts
  5.23.34 HVAC Fans
  5.23.36 Air Terminal Units
  5.23.40 HVAC Air Cleaning Devices
  5.23.50 Central Heating Equipment
  5.23.60 Central Cooling Equipment
  5.23.70 Central HVAC Equipment

Integrated Automation—Division 25
  5.25.05 Common Work Results for Integrated Automation
  5.25.50 Integrated Automation Facility Controls
  5.25.55 Pneumatic Control Systems

Electrical—Division 26
  5.26.00 Electrical General
  5.26.05 Common Work Results for Electrical
  5.26.10 MV Electrical Transmission
  5.26.20 LV Electrical Transmission
  5.26.27 Clock and Bell
  5.26.29 Variable Frequency Drives
  5.26.30 Power Generating and Storing Equipment
  5.26.50 Lighting Fixtures
Table of Contents
DESIGN AND CONSTRUCTION STANDARDS

5.26.60 Electric Motors

Electronic Safety and Security—Division 28
5.28.30 Fire Alarm and Signaling

Appendices

6.01.10 Appendix - Supplemental Material For Section 4.02 - Energy Model Assumptions
6.01.20 Appendix - Supplemental Material For Section 4.02 - LCC Input Guide
6.01.21 Appendix - Supplemental Material For Section 4.02 - LCC Template Report Form
6.01.22 Appendix - Supplemental Material For Section 4.02 - LCC Sample A
6.01.23 Appendix - Supplemental Material For Section 4.02 - LCC Sample B
6.01.24 Appendix - Supplemental Material For Section 4.02 - LCC Sample C
6.01.25 Appendix - Supplemental Material For Section 4.02 - LCC Sample D
6.01.26 Appendix - Supplemental Material For Section 4.02 - LCC Sample E
6.01.27 Appendix - Supplemental Material For Section 4.02 - LCC Sample F
6.01.30 Appendix - UT Standard CAD Details
6.01.40 Appendix - Energy Impact Statement-Description
6.01.41 Appendix - Energy Impact Statement-Sample
6.02.10 Appendix - Pipe Testing Procedure
6.02.20 Appendix – Water Recovery Reuse
6.03.10 Appendix - I-O Schedule
6.04.10 Appendix - Supplemental PSP Contract Document